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Report of Test

LL21051

RX Lighting 1200 mm "Meteor" Emergency LED Batten. Product ID: REXMET24840EM.
Folded metal base and plastic endcaps with white finish, extent ~ 1160 x 210 x 70 mm deep.
Translucent reeded diffuser forms luminous opening of 1135 x 204 x 40 mm deep. Two rows of 2
Maxilume O1100D-5630-840 PCBs centred 105 mm apart and 25 mm above top of L/O.

One Osram OT FIT 50/220-240/1A4 CS L AP 220-240V 50/60Hz electronic driver. Tested at 4.769 Vdc.
For full details refer test report LL.1814403T. Lamps in C180 position active in EM mode.

Performance Summary Emergency Classification
Luminous flux 492 Im
Luminaire Power 410 W Co D40
Luminous Efficacy 120 Im/W C90 D40
C180 D50

PREPARED FOR : Rexel New Zealand Ltd., Wellington, 6011 New Zealand.
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